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Fuse Board
 

04/12/2006
 

Digital Image

IR Text Comment
 

Value
 Location

 
Unit 2
 Equipment

 
Fuse Board
 EMTI Ltd

 
EMTI 02
 

IR Image

Object parameter
 

Value
 Emissivity

 
0.87
 Object distance

 
2.0 m
 Atmospheric temperature

 
22.0°C
 Reference temperature

 
31.1°C
 Label

 
Value
 SP01

 
40.6°C
 SP02

 
37.1°C
 LI01 : max

 
38.4°C
 LI01 : min

 
20.5°C
 LI01 : max-min

 
18.0°C
 

Recommended Action

2
 

Check cable connection for possible loose connection.
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Rep 18
 

14/02/2007
 

Digital Image

IR Text Comment
 

Value
 Location

 
Shop floor
 Equipment

 
Rep 18
 EMTI Ltd ID

 
EMTI189
 

IR Image

Object parameter
 

Value
 Emissivity

 
0.94
 Object distance

 
1.5 m
 Atmospheric temperature

 
29.8°C
 Reference temperature

 
20.0°C
 Label

 
Value
 SP01

 
89.3°C
 SP02

 
74.9°C
 LI01 : max

 
89.8°C
 LI01 : min

 
43.2°C
 LI01 : max-min

 
46.6°C
 

Recommended Action

3
 

Loose connection or damaged conductor tighten ASAP.
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Rehm 01
 

14/02/2007
 

Digital Image

IR Text Comment
 

Value
 Location

 
Shop floor
 Equipment

 
Rehm 01
 EMTI Ltd

 
ID276
 

IR Image

Object parameter
 

Value
 Emissivity

 
0.94
 Object distance

 
1.5 m
 Atmospheric temperature

 
29.4°C
 Reference temperature

 
20.0°C
 Label

 
Value
 LI01 : max

 
98.4°C
 LI01 : min

 
48.1°C
 LI01 : max-min

 
50.3°C
 AR01 : max

 
99.3°C
 AR01 : min

 
48.0°C
 AR01 : max-min

 
51.2°C
 AR02 : max

 
84.0°C
 AR02 : min

 
37.0°C
 AR02 : max-min

 
47.0°C
 

Recommended Action

4
 

Check connections for both highlighted circuit breakers ASAP, both connections have possible loose 
terminals.
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DB27
 

11/12/2006
 

Digital Image

IR Text Comment
 

Value
 Location

 
Switchroom
 Equipment

 
DB27
 EMTI ID

 
EMTI87
 

IR Image

Object parameter
 

Value
 Emissivity

 
0.95
 Object distance

 
2.0 m
 Atmospheric temperature

 
22.5°C
 Reference temperature

 
27.0°C
 Label

 
Value
 SP01

 
36.1°C
 SP02

 
27.2°C
 LI01 : max

 
36.0°C
 LI01 : min

 
21.9°C
 LI01 : max-min

 
14.1°C
 AR01 : max

 
36.3°C
 AR01 : min

 
21.9°C
 AR01 : max-min

 
14.4°C
 

Recommended Action

5
 

Check for loose connection at next shutdown.
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Main imcoming DB
 

08/03/2007
 

Digital Image

IR Text Comment
 

Value
 Location

 
Switchroom 3
 Equipment

 
Main imcoming DB
 EMTI Ltd

 
EMTI39
 

IR Image

Object parameter
 

Value
 Emissivity

 
0.95
 Object distance

 
0.7 m
 Atmospheric temperature

 
27.7°C
 Reference temperature

 
20.0°C
 Label

 
Value
 SP01

 
43.3°C
 SP02

 
38.3°C
 SP03

 
34.5°C
 LI01 : max

 
42.9°C
 LI01 : min

 
31.4°C
 LI01 : max-min

 
11.5°C
 

Recommended Action

6
 

Connection was checked at time of survey and found to be loose.


